First Floor Plan

- Vertical grab bar required.
- Lav too deep for ADA.
- Make this ADA lav. Requires pipes insulated under lav.
- Non-compliant stall. 37" wide, 60" min. required.
- Make this ADA lav. Requires pipes insulated under lav.
There may be slope issues from field level up to restrooms.